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1 Introduction

The Bay Area Air Quality Management District (District) is issuirfgraal Determination of
Compliance FDOC) Permit for the Mariposa Energy Project (MEP), a proposeeh28fawatt
(nominal) natural gas fired electric power generation facility.

TheFinalDet er mi nati on of Compliance set acilitfywould h t h
comply with applicable air quality regulatory requirements, as well as proposed permit conditions to
ensure compliance. The Distrlzas previously published a Preliminary Determination of Compliance

for public review and commenh August 8, 2010 and reviewdand considexdall comments

received from the public before deciding whether to issue a Final Determination of Compliance (FDOC
for the proposed project.

The proposed Mariposa Energy Project would be a shoyalke power plant that would be used to meet
demand for electrical power during shtetm peaks in demand. The proposed power plant would
operate as a loafllowing power plant, providing a power tput from a low of 25 MW to a high @
200nominal(194 MW net at 59 AMW. ! The proposed MEP consists of four GE LM 6000 &int
simplecycle gas turbines and associated support equipment. Thesesyipléurbines have a high
degree of unit turnalvn, which means a low minimum generation rate relative to the maximum
generation rate. Their minimum generation rate is 25 MW and the maximum rate is 48.5 MW.- Simple
cycle turbines are well suited for a peaking power plant that may not run for an expenidel of time,
since this type of unit does not have a steam turbine that would need to be kept warm to avoid
equipment damage.

The proposed project would be located in Alameda County, California, approximately 7 miles northwe:
of Tracy, 7 miles eastf Livermore, 6 miles south of Byron, and approximately 2.5 miles west of the
community of Mountain House. The facility would be located southeast of the intersection of Bruns
Road and Kelso Road on a-&6re portion of a 158cre parcel immediately soubh the Pacific Gas

and Electric Company, Bethany Compressor Station, and thki@80It Kelso Substation on the

southern portion of the Lee Property, between two small hille Mariposa Energy Project will be
constructed, owned, and operated by MasgEnergy LLC, which is owned by Diamond Generating
Corporation, a wholly owned subsidiary of Mitsubishi Corporation.

This FDOC describes how the proposed Mariposa Energy Project would comply with applicable federa
state, and District regulations. Tleaggulations include the Best Available Control Technology and
emission offset requirements of the District New Source Review (NSR) requirements contained in
District Regulation 2, Rule 2. This document also includes proposed permit conditions ndoessary
ensure compliance with applicable rules and regulations, air pollutant emission calculations, and a hee
risk assessment that estimates the impact of emissions of toxic air contaminants from the project on
public health.

TheFDOC has been prepared in accordance with District Regulatign®2 through 2-406, which
set forth the procedural requirements for the issuance of NSR permits, and District RegtBatio® 2
and 23-404, which apply the requirements specifically tavpoplant permits. The purpose of the

! Application for Certification, Volume 1, PageZ June 28, 2009
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FDOC is to set forth the reasons and analysis
the project would comply with all applicable regulatory requirements relating to air quality.

The remainder athis document is organized in the following manner. Section 2 provides an overview
of the legal framework for power plant permitting in California dadcribes how members of the

public can learn about the project and provide input to the District an@atlifornia Energy

Commission. Section 3 describes the proposed Mariposa Energy Project, its location, and the turbine
selection process.Secon 4 descri bes the projectds emissi
Contr ol Tec hn e hrgpgdlytion ahdexpinsmhowthie BACT requirements will apply to
the facility. Section 6 describes the emissions offset requirements for the project and how the propose
facility would comply with them. Section 7 presents the results of the HealtlSRiskning Analysis

for the project. Section 8 addresses other applicable legal requirements. Section 9 sets forth the
proposed permit conditions for the project. Section 10 concludes with the preliminary determination of
compliance for Mariposa Energydject.

2 Power Plant Permitting Process and Opportunities for Public
Participation

The California Energy Commission (CEC) is the primary permitting authority for new power plants in
California. The California Legislature has granted the Energy Commisgusive licensing authority
for all thermal power plants in California of 50 megawatts or md@eeWarrerrAlquist State Energy
Resources Conservation and Development Act, Cal. Public Resources Code 88t2&@p0his

licensing authority superses all other local and state permitting authority. The intent behind this
system is to streamline the licensing process for new power plants while at the same time provide a
comprehensive review of potential environmental and other impacts.

As the lead prmitting agency, the California Energy Commission (CEC) conducts@epih review of
environmental and other issues posed by the proposed power plant. This comprehensive environmen
review is the equivalent of the review required for major projentieuthe California Environmental
Quality Act (CEQA), and the Energy Commi ssi on
these projects. This CEQéquivalent review encompasses air quality issues within the purview of the
District, and also incluek all other types of environmental and other issues, including water quality
issues, endangered species issues, and land use issues, among others.

The District collaborates with the Energy Commission regarding the air quality portion of its
environmentah nal ysi s and prepares a fADetermination
the proposed project will comply with applicable air quality reuiarequirements. The

Determination of Compliance is used by the Energy Commission to assess ayrigsiadis of the
proposed power plant. T hHFinal DedeargnationeohQompblanees e nt s
(FDOC). The District solicedand considexd public input on the Reliminary Determination of
Compliance in order tessuethe Final Determination of Compliance for use by the Energy Commission
in its CEQArequivalent environmental review. The CEC will then conduct its environmental review,

2
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and at the end of thatqress, it will decide whether to issue a license for the prajectiader what
conditions.

Both the Energy Commi sBii sotnbEtemmihétisn ef Csniplance process e s
relating to air quality issues provide opport
Determination of Compliance, thigstrict publishes its preliminary determinatibthe PDOC and
invites interested members of the public to review and comment on it. This public process allows
members of the public to review t he Ddompymwithc t
applicable regulatory requirements and to br
the public believe the District may have err
final determination by bringpp t o t he Di strictos attention any
public disagree with the Districtds proposal
deficiencies before making the final determination. The Energy Commissiom@sasimilar

opportunities for public participation, and publishes its proposed actions for public review and commer
before taking any final actions.

0
i
e

The District publishé the PDOC on August 18, 201The public comment period for the PDOC was
noticedin the Tracy Press, FWalley Herald, Stockton Record, and West County Times on August 25,
2010. The comment period ended on September 27, 20dferous comments were received. The
comments are attached in Appendix C of this document.

At this timg the Air District is publishing its Final Determination of Compliance (FDOC) for the

project. The District has considered comments received on the PDOC from the public in determining
whether to issue a Final Determination of Compliance (FDOC) and orbasiat All comments

received during the comment period were considered by the District and addressed as necessary in th
Final Determination of Compliance.

A formal Response to Comments document has been prepatashttached in Appendix D of this
document. The District has made some changes in response to comments. In particular, the permit
conditions have been amended to:

1 limit the commissioning othe turbines t@ne turbine at a time

1 replace the hourly particulate limit for each turbwiéh an annual particulate limior the
facility, while lowering the annual emissiémit by 2.53 tons/yr
delete references to ongoing tuning
allow any turbine to be operated up to 5,200 hours/yr while limiting the annual hours of
operationfor all four turbines to the original number of hours used in the calculations

1
1

Corrections to the permit conditions include:
1 lowering the daily commissioning emissions
1 lowering the maximum hourly emissions of CO and POC during startup and shutdown periods
1 lowering the madnum daily emissions of NOx, CO, POC, and SO2
1 lowering the annual emissions of CO and POC

3
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The power plant approval process also provides opportunities for members of the public to participate
person in public hearings regarding this proj@édembers of the public will be afforded an opportunity

to participate in public hearings regarding the project at the Energy Commission as part of the
Commi ssionds environment al review process. T
encompas all aspects of the project, including air quality issues and all other environmental issues.

Interested members of the public are invited to learn more about the project as part of the public reviey
and comment process. Detailed information about tbegq and how it will comply with applicable
regulatory requirements are set forth in the subsequent sections of this document. All supporting
documentation, including the permit application and data submitted by the applicant and all other
information he District has relied on in its analysis, are available for public inspection at the
Communication and Outreach Division Office located on thElor of District Headquarters, 939

Ellis Street, San Francisco, CA, 94109. THBOCand the supporting domentation are also available
on t he Di st htipwwd.saagmd.dog/.The publia may also contakts. Cabralfor

further informatiorat (415) 7494686 bcabra@baagmd.gavPara obtener informaciénen espafiol,
comuniquese con Brenda Cabral en la sede del Distrito, (415) 74686,bcabral@baagmd.gov

Il n addition to the Districtds permitting proc
pubi ¢c are also invited to participate in the Ei
other environmental concerns including those that are not related to air quality. For more information,
go to the following CEC websitéttp://www.energy.ca.gov/sitingcases/mariposa/index.hihhie

public may also contact the Energy Commi ssi on

Public Adviser

California Energy Commission

1516 Ninth Steet, MS12

Sacramento, CA 95814

Phone: (916) 654489

Toll-Free in California: 4800-822-6228
E-mail: PublicAdviser@energy.state.ca.us

4
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3 Project Description

The Mariposa Energy Project (MEP) is a proposedid@g awatt fApeakingo powe
located in unincorporated Alameda County between Livermore and Byron, California. The MEP
would consist of four GE simpleycle LM 6000 PESprint natural gas fired atbustion turbine

generators with a total nominal capacity of 200 megawatts. This section describes the proposed
projectdos fuwygciennpeadesiomploaer plant. 't al
how it would be operated, provides detalb®at project ownership, and the specific equipment

being proposed for the project.

3.1 Mariposa Energy Project: A Simple-Cycle Power Plant

The proposed Mariposa Energy Project would be ashnplec | e fipeaker 6 pl ant ,
up and respond quickly to grid demand, and to operate at a wide range of generation rates, in

order to provide electricity to the grid at times of peak dem&wshking power planggenerally

run during periods of high demand for electricity, most often during the summertime when air
conditioning use is highest and typically in the late afternoon when people are returning from

work and many businesses remain op€he proposed power plant would operate depending on

the demand for electricity in the regiomhe applicant states that the Pacific Gas and Electric

Company (PG&E), through dispatch orders from the California Independent System Operator
(CAISO),wouldle r esponsi ble for dispatching the pl an

The proposed pr-oyelkceoudesi gniismenphieng that it
turbines only, without additional generating equipment, to make electricity. This design is

di fferent twosgcocleofndembignedi n which waste heat
create steam in a hegcovery steam generator, which powers a steam turbine to generate

additional electricity. The simpleycle design is especially wellised for power plants

operating to meet peak demand because the turbines can be started up very quickly when

required by demand. With combinegcle turbines, startups take longer because the heat

recovery boilers and steam turbines take additional itnoeme up to operating temperature.
Simplecycle turbines are also well suited to peaking applications because such plants, by their
nature, are not called upon to run for extended periods of time. This is an important

consideration because simyagcleturbines are inherently less efficient than combiogcle

turbines, which recover some of the heat from the turbine exhaust that would otherwise be

wasted. Since such plants are operated for a relatively small number of hours per year, this

energy pendy i which translates into additional fuel used to generate the same amount of power

T is not as much of a concern.

The facility will also help to ensure a reliable supply of power as California transitions to a

greater supply of renewable power soureehsas solar and wind power. The project will help

provide ondemand standby power capacity for grid stability. The sirapdée turbines have a

very short startup time and can comelioe very quickly to fill in during times when solar

energy sourcesravind power are not available. As the California Energy Commission has
recogni zed, nfsome ef fgasfoad gemdration dill ke pexdssatytmb | e, na
integrate renewables into Californiabs electr

5
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Portfolio Standar d] amglecycle aszedenvatveitstene amts | g o al
fired by clean burning natural gas are well suited to filling this need.

The facility will have approximately a Omile-long, 230kV transmission line to delivehe

plant output to the electrical grid via the existing -X30Kelso Substation located north of the

project site. The new-#hch-diameter 58Goot long natural gas pipeline will run directly
northeast from the pr oj e exstinghighpressure naturaltgasr c onn e
pipeline (Line 2).Service water will be provided from a new connection to the Byron Bethany
Irrigation District (BBID) via a new pump station and-i6h-diameter, 1.8nile-long pipeline

placed in or along the east sidf Bruns Road, from existing Canal 45 south to the MEP site.

3.2 Gas Turbine Selection Process

Two types of gas turbines are commonly used in the power generation industry: the large frame
heavyduty design and the aed®rivative gas turbines based tirbine designs typically found

in the aircraft industry. Both gas turbines have been widely used and the selection of the turbine
is determined by the amount of energy needed and the anticipated cycling duty and load profile.

Mariposa Energy Projecbasidered the use of headuty (i.e., industrial) turbines for MEP.
However, industrial gas turbines, such as the General Electric (GE) Frame 7 or Siemens SGT6
5000 units, typically have electriegeneration capacities in the 80 to 190 MW range andare n
capable of operating at less than 60% capacity. In contrast, thdeaerative turbine

technology offers efficient operation over the 25 MW and above operating range and varies in
size from 14.3 to 50 MW (GE, 2010). One of the requirements thatiMERO meet is a high
degree of unit turndown (a low minimum operating rate relative to the maximum output) with
the minimum generation rate of 25 MVWhe facility is also intended to be a lefadlowing

plant, so the plant may be required to supply asde 25 MW and as high amominal 200 MW

(194 MW net at 59 F)depending on the demahd.

In order to meet the minimum dispatch requirements of 25 MW, Mariposa Energy LLC selected
the aerederivative turbine technology. The GE LM6000 turbine is a commondeiaeative

turbine widely used at peaking facilities in California, with an operatinge from

approximately 25 ta nominal 50MW at 50percent load and full load, respectively. Mariposa
Energy Project considered three LM6000 models available at the time of the release of the
Request for Offers (RFO). The three LM6000 models included M6000PC (water injected),

the LM6000PD (dry lowNOx or DLE), and the LM6000PF (DLE). The LM6000 turbines also
have a SPRINT (Spray Intepoled Turbine) technology option. The GE SPRINT technology is
GE patented technology that reduces compressdratige temperature by injecting atomized
water into the lowand highpressure compressors.

According to GE product materials, the SPRINT power augmentation feature results in an
increased generating output of approximately 15 percent and 11 percent(kité®aational

2 Application for Certification, Volume 1, Pagesland 232, June 28, 2009
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Standards Organizatiohponditionfor the watesinjected and DLE models, respectively (GE,

2010) As part of the turbine selection process, the turbine vendor provided performance data for
both the watemjected and DLE LM6000 SPRINT gagbines (see Table 1). As presented in

Table 1, the wateinjected LM6000 gas turbine (LM6000PC) would result in a higher electrical
production rate compared to the DLE models. Although the LM6000OPF turbine would have a
lower NOx emission rate than tR& or PD models, the DLE models would have higher

hydrocarbon and CO emission rates (except at the 17°F temperature case) compared te the water
injected PC turbine.

Therefore, the LM6000PC turbine was selected by Mariposa Energy in order to meet the
eledrical output and reliability requirements outlined in the Mariposa Energy Project PPA with
PG&E.

3 Definition for ISO Condition Ihternational Standards Organizatioh) order to compare the performance of
turbines that can operate in a wide range of atmospheric conditiergaghurbine output and performance is
specified at standard conditions called the ISO ratings.

The three standard conditions specified in the ISO ratings are Ambient Temperature @ 15 deg C, Relative Humidity
@ 60 % and Ambient Pressure at Sea Levek flihbines are operated under these conditions and tested to allow
comparisons to be made between different sets of test data.

7
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TABLE 1. COMPARISON OF GE LM6000 SPRINT WATER -INJECTED AND DLE COMBUSTION TECHNOLOGIES

Combustion

Technology PC PD PF PC PD PF PC PD PF PC PD PF
Ambient

Temperature, °F| 17.0 17.0 17 46 46 46 59 59 59 93 93 93
Inlet

Conditioning HEAT HEAT HEAT NONE NONE NONE | EVAP EVAP EVAP | EVAP EVAP EVAP
Load Rate,

Percent 100 100 100 100 100 100 100 100 100 100 100 100
Electrical

Production, MW | 50.2 48.3 47.9 50.7 47.8 47.7 49.7 46.9 46.8 46.3 43.8 43.7
Heat Rate*,

Btu/kW-hr,

LHV 8461 8115 8128 8548 8238 8248 8566 8276 8283 8647 8407 8414
NOx Control Water DLE DLE Water DLE DLE Water DLE DLE Water DLE DLE
Emissions

Rates

NOx ppmvd Ref

15% G 25 25 15 25 25 15 25 25 15 25 25 15
CO ppmvd Ref

15% QO 53.2 25 25 20.9 25 25 15 25 25 7.6 25 25
HC ppmvd Ref

15% G 8.2 15 15 2.2 15 15 2.1 15 15 2.1 15 15

PC = GE LM6000PC SPRINT Turbine
PD = GE LM6000PD SPRINT Turbine
PF = GE LM6000PF SPRINT Turbine

Water =water injected
DLE = dry low NOx

ppmvd Ref 15% ©= parts per million by volume dry corrected to 15% oxygen
HC = precursor organic compounds

* estimated
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3.3  Project Location

The proposed Mariposa Energy Project is located in northeastern Alameda County, California,
approximately 7 miles northwest of Tracy, 7 miles east of Livermore, 6 miles south of Byron,
and approximately 2.5 miles west of the community of Mourttiinse. e facility would be
located southeast of Bruns Road and Kelso Road oraarg&(portion of a 158cre parcel
immediately south of the Pacific Gas and Electric Company, Bethany Compressor Station, and
230-kilovolt Kelso Substation on the southern portidrthe Lee Property, between two small

hills.

The proposed project site is in an unincorporated area designated for Large Parcel Agriculture by
the East County Area Pl an. -7060081-1® STlsesiessor 6 s pa
located in Township 2, Range 3E, Section 1 (Mount Diablo Base and Meridian). THeI8/5

Byron Power Cogen Plant currently occupies 2 acres of th@dr®8parcel. The remainder of

the parcel is noirrigated grazing land.

9
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Mariposa Energy Project Site Location:

FIGURE 1
PROJECT SITE LOCATION

1C
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3.4 How The Project Will Operate:

The proposed facility will generate electric power for the grid using steyake combustion

turbines. The combustion turbines genepateer by burning natural gas, which expands as it
burns and turns the turbine blades that rotate an electrical generator to generate electricity. The
main components of the system consist of a compressor, combustor, and turbine. The
compressor compressesmbustion air to the combustor where the fuel is mixed with the
combustion air and burned. Hot exhaust gases then enter the power turbine where the gases
expand across the turbine blades, rotating a shaft to power the electric generator.

After exitingthe combustion turbines, the hot exhaust gases are then sent through-the post
combustion emissions controls prior to being exhausted at the stack. The proposed post
combustion emissions controls consist of a Selective Catalytic Reduction (SCR) uniici® red
oxides of nitrogen in the exhaust and an oxidation catalyst to reduce organic compounds and
carbon monoxide in the exhaust.

SCR injects ammonia into the exhaust stream, which reacts with thend@xygen in the
presence of a catalyst to form nitrogend water. A small amount of ammonia is not consumed
in the reaction and is emitted in the exhaust

An oxidation catalyst oxidizes the carbon monoxide and unburned hydrocarbons in the exhaust
gases to fon CQu.

The general operating scenario for each turbine is as follows:
1 Operating hours per dayup to 24 hours
1 Number of startups and shut downs periday to 12
1 Operating hours per yeamup to5,200
1 Number of startups and shut downs per yegr to300

The total hours of operation allowed for all four turbines combined will be 16,900.

Including the allowance for startup and shutdown, each turbine at this plant will be allowed to

run up to5,200hours per yearCalifornia Code of Regulations, title 20, sections 2900, et seq.,
considersbasceoaded generation to be fAelectricity ge
and intended to provide electricity at an annualized plant capacity factor of at least6Cepe t . 0
Annualized plant capacity factor is the ratio of electricity that is produced over the electricity that
could be produced. Since each turbine will be limite8, 280hours of operation per year, this

plant will not be a baskwaded plant.

In maost years, this plant is likely to run for many fewer hours than the permit would allow. A
CEC analysis shows that the actual average run time for peakers is about 600 hours per year with
200 stop and start cyclés. The plant would likely run for longereriods in the case of

4 Application for Certification, Volume 1, Page® June 28, 2009
Errata to the Presiding Memberds Proposed Decision, Ap
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sustained failure of a bas@aded plant or some other emergentie schematic diagram below
illustrates how a simpleycle gas turbine power plant such as the proposed Mariposa Energy
Project works.

Simple-Cycle Turbine Flow Diagram:

Figure 2
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Simple Cycle Turbine 3D Diagram

Figure 3

5 Stage Annular Hot End

Low Pressure  Variable Combustor
tput Shaft
Compressor Bleed Valves Eiidl DR

Variable Inlet
Guide Vanes

5 Stage
Low Pressure

: Turbine
Variable
Stator Vanes 2 Stage
Cold End High Pressure
Output Shaft Turbine
14 Stage
High Pressure
Compressor
16

Mariposa Energy Projeélinal Determination o€ompliance November 2010



3.5

Project Ownership:

Mariposa Energy, LLC, will construct, own, and operate MEP. Mariposa Energy, LLC, is
owned by Diamond Generating Corporation (DGC), a wholly owned subsidiary of Mitsubishi
Corporation.

3.6

Equipment Specifications

The Mariposa Energy Project will consdtthe following permitted equipment:

S1

S2

S3

S4

S5

Combustion Turbine Generator (CTG) &E LM 6000 PCSprint Natural Gas Fired,
with high efficiency inlet air filtration50 MW (nominal) 481MMbtu/hr maximum rated
capacity (HHV);abated by Al Oxidation Catalgt and A2 Selective Catalytic
Reduction System (SCR).

Combustion Turbine Generator (CTG) #&E LM 6000 PGSprint, Natural Gas Fired,
with high efficiency inlet air filtration50 MW (nominal) 481MMbtu/hr maximum rated
capacity (HHV);abated by A3 Oxidation Catalyst and 4 Selective Catalytic
Reduction System (SCR).

Combustion Turbine Generator (CTG) &% LM 6000 PGSprint Natural Gas Fired,
with high efficiency inlet air filtration50 MW (nominal) 481MMbtu/hr maximum rated
capacity (HH); abated by A5 Oxidation Catalyst and-& Selective Catalytic
Reduction System (SCR).

Combustion Turbine Generator (CTG) £E LM 6000 PGSprint Natural Gas Fired,
with high efficiency inlet air filtration50 MW (nominal) 481MMbtu/hr maximum ated
capacity (HHV);abated by A7 Oxidation Catalyst and-8 Selective Catalytic
Reduction System (SCR).

Diesel Fire Pump: Make: Cummins; Model: CFPF40; Model Year: TBD (2009 or
later); Rated bhp: 220

17
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4  Facility Emissions

This section describes the air pollutant emissions that the Mariposa Energy Project will have the
potential to emit, as well as the principal regulatory requirements to which the equipment will be
subject. Detailed emission calculations and the emissionr$aate presented in the appendices.

4.1  Facility Criteria Pollutant Emissions

A Acriteriao air pollutant is an air pollutan
(NAAQS) established for it by the U.S. EPA. There are currently 7 criteriat@olta sulfur

dioxide, nitrogen dioxide, carbon monoxide, ozone, lead, particulate matter less than 10 microns

in diameter (PMg), and particulate matter less than 2.5 microns in diameter gPMPrecursor

organic compounds (POC) are compounds thap@@ursor to ozone.

4.1.1 Hourly Emissions from Gas Turbines

The Mariposa Energy Project generating equipment will have the potential to emit up to the
following amounts of criteria pollutants and precursor organic compounds per hour, as set forth
in Table & These are the maximum emission rates for these air pollutants from each turbine
during normal steadgtate operations, and will be limited by enforceable permit conditions.

TABLE 2a. STEADY-STATE EMISSION RATES
Pollutant One Turbine
Emission Rates
(Ibs/hr)
NO (as NQ) 4.4
(6{0) 2.14
POC (as Ch) 0.61
SQ (as SQ) Maximunt 1.35
SOx (as S@ Averag® 0.34

& Maximum S emissions based on 1 grain sulfur per 100 scf of natural gas

b Average S@ emissions based on 0.25 grains sulfur per 100 scf of natural gas and an average annual firing rate of 481
MMbtu/hour.

The Mariposa Energy Project generating equipment will have the potential to emit the following
amount of PMy/PM, sper hour on an average basis. The maximum emission rate from each
turbineduring normal steadgtate operations may be high&M;y/PM, s will be limited by an

annual limit in permit conditions.

18
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TABLE 2b. STEADY -STATE EMISSION RATES OF PARTICULATE
Pollutant Emission Rate for
One Turbine
(Ibs/hr)
PM1o/PM_ 5 2.2 (average)

Note that particulate matter from natural gas combustion sources normally has a diameter less
than one microAThe particulate matter will therefore be both Blparticulatematter with a
diameter of less than 10 microns) andRKparticulate matter with a diameter of less than 2.5
microns). PM;is a subset of particulate matter that has recently come under heightened
regulatory scrutiny, and the District is in the pracesdeveloping regulations specifically

directed to controlling PMs. Those regulations are not in place yet, but for this facility the

Di stri ct 6gregalations will be gqualtyMffective in controlling R¥as well because

all of the PM enssions from this facility will be both PMand PM.

4.1.2 EmissionduringGas Turbine Startup and Shutdown

Maximum emissions during turbine startup operations, when the turbines are at low load where
they are not as efficient and when emissions contrapatgnt may not be fully operational, are
summarized in Table 3. (These operating scenarios are discussed in more detail irbSection
below.) Table 3 shows the startup emission limits for each turbine.

TABLE 3. GAS TURBINE EMISSIONS DURING STARTUP
Pollutant Turbine Emission Maximum emissions for
Rates for Single 30 any hour containing a
Minutes Startup startup or shutdown
(Ib/event)®
NOy (as NQ) 14.2 18.5
CO 14.1 17.3
POC (as Ch) 1.1 1.4
PM1o/PM; 5 1.1° (average) 2.2 (average)
SO (as SQ) 0.675 1.35

t Startups not to exceed 30 minutes
b Poundsper event for P are half of the PNy emissions per hour
¢ Poundger event for S@are half of the maximum S@missions per hour

Based on maximum SO2 emissions per hour

Maximum emissions during gas turbine shutdowns (also discussed in detail in Settiare
summarized imable 4.

6 SeeAP-42, Table 1.4, footnote ¢, 7/98 available attp://www.epa.gov/ttnchiel/ap42/ch01/final/c01s04.pdf
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I TABLE 4. MAXIMUM EMISSIONS PER SHUTDOWN

Turbine

Pollutant Shutdown Emission Rates
(Ib/event)

NOy (as NQ) 3.2

CO 2.7

POC (as Ch) 0.12

PMyo 055’ (average)

SQ (as SQ) 0.33¢

& Shutdowns not to exceed 15 minutes
b Poundsper event for PNyis 1/4 of the PMg emissions per hour due to-biinute shutdown
¢ Poundser event for S@are 1/4 of the SPemissions per hour due to-ttinute shutdown

4.1.3 Commissioning Emissions

Commissioning emissions from one simple cycle gas turbine are as shown in tahke 5.
turbines go through 3 phases of testing: (1) initial load testing and engine chéZkptr,
catalyst initial tuning, and (3) pesttalyst tuning.The following commissioning emission
estimates are based on the daily maximum of 8 hoyrseafatalyst initialtuning at 100% load.

TABLE 5. COMMISSIONING PERIOD EMISSION LIMITS FOR ONE  GAS TURBINE
Air Pollutant Proposed Commissioning Period Emissions Limits
for One Gas Turbine
Ib/hr Ib/day
NO2 51 408
CO 45 360
POC 36
PMio 17.6 (average)
SO 10.8

Note:Please check the appendix A for the dethdlalculations

Table 5 does ndtave Ib/hr limits for POC, PMand SQbecause these pollutants are not
continuously monitored for those pollutants.

The Air District is also proposing to cap the total amount of time that each turbine can operate
partially abated and/or without th€R systems and oxidation catalysts at 200 hours. This limit
represents the shortest amount of time in which the facility can reasonably complete the required
commissioning activities without jeopardizing safety and equipment warranties. The proposed
200-hour limit is based on the following estimates from General Electric of the time it will take

for each specific commissioning activity.

The original estimates of daily emissions were about double the emissions in Table 5. The

applicant has agreed to conssion only one turbine at a time.
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TABLE 6. COMMISSIONING SCHEDULE FOR A SINGLE GAS TURBINE
Activity Duration | Days Load Total Emissions
(hours/ Range NOx CO POC | SO¥ | PMif

Day) (%) (Ibs/hr) | (Ib/hr) | (Ib/hr) | (Ib/hr) | (Ib/hr)
Initial Load 4 2 10% 51 45 4.48 1.35 2.2
Testing and (avg)
Engine
Checkout
PreCatalyst 8 9 50-100% 51 45 4.48 1.35 2.2
Initial (avg)
tuning’
Post 8 15 50-100% 34 6.2 1.2 1.35 22
Catalyst (avg)
tuning’
Notes:
! Assumes SCR and oxidation catalyst will limit emissions to BACT levels during the final tuning period,
which includes performance test.
ZSteady state controlled emission rates for SOx and PM1D3feand 22 Ibs/hr (average)respectively.
These ratebave been used to conservativestimate hourly and total emissions during commissioning.
3In synchronized operation followed by low load engine check.
“Includes the period both before and after SCR and CO catalyst loadingaRdgst period includeNOx and
CO catalyst use.
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TABLE 7. COMMISSIONING SCHEDULE FOR FOUR GAS TURBINES

Activity Duration | Days | Number Total Emissions
(hours/Day) of NOx CO | POC | SOX | PMu
Turbines | Total | Total | Total | Total | Total
Ibs Ib b Ib b
Initial Load 4 2 4 1632 1440 143 43 70
Testing and
Engine
Checkout
PreCatalyst 8 9 4 14688 | 12960 | 1290 389 634
Initial
tuning’
Post 8 15 4 16320 | 2976 576 648
Catalyst 1056
tuning’
Total in Ibs 32640 | 17376 | 2010 1080
1760
Total in tons 16.3 8.7 1.0 0.54 0.9
Total Hours 800
for 4
turbines
Notes:

! Assumes SCR and oxidation catalyst will limit emissions to BACT levels during the final tuning period,

which includes performance test.

% Steady state controlled emission rates for SOx and PM1D2feand2.2 Ibs/hr (average)respectively.
These rates have been used to conservatdgtisnate hourly and total emissions during commissioning.
% In synchronized operation followed by low load engine check.

* Includes the period both before and after SCR and CO catalyst loadingaRdgst period includes NOXx an|

CO catalyst use.

Compliance with the commissioning period will be monitored by continuous emissions monitors
that the applicant will be requireéd install before any commissioning work begins, and through

a written commissioning plan laying out all commissioning activities in advance, which the
applicant will be required to submit to the Air District for review and approval

4.1.4 Fire Pump Emissions

The facility will have a fire pump with a Cummins 280 engine. The CARB certification that

was submitted with the application is based on Executive Ord®002-0476 for Model Year
2009, Engine Family 9CEXL0409AAB.

The emission factors in the CARB @i&cation are shown in table 8 below:

Mariposa Energy Projeélinal Determination o€ompliance November 2010
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TABLE 8. CARB CERTIFIED EMISSION FACTORS
Pollutant Emission Factors
g/kw-hr
NOx + POC 3.7
CoO 1.6
PMio 0.17

The emission factors are converted to gtbhpy multiplying by the following conversion

factor: 0.746. 95% of the combined NMHC and NOx emissions are assumed to be NOx; the
remainder is NMHC, which is equivalent to POC in this case. Therefore, the emission factors in
g/bhphr are shown in table 9 below:

TABLE 9. EMISSION FACTORS IN G/BHP-HR
Pollutant Emissions Factors

g/bhphr

NOx 2.62

CO 1.19

POC 0.138

PMio 0.127

SO, 0.0055

Note:

* SO, is calculated based on the sulfur in the fuel. The sulfur content of diesel fuel is limited to 0.0015% by weight. Tre$ @€igh about
double the weight of the sulfur in the fuel. The engine will use 11.3 gal diesel fuel/hr. The density of the fuei88Hbblgal. (Based on No.
2 fuel oil spec in attachment8B Typical analyses and properties of fuel oils, APTI Codg& Combustion Evaluation, EPA 450-063.).
SO 8.09E3 (% S in fuel oil) Ib/hphr = 8.09E3 (0.0015% S) (453.6 g/Ib) = 0.0055 g/hp

For the purposes of the risk screen analysis, the District includes only the emissions during

testing and maintenae in accordance with BAAQMD Regulatiorb2Ll11. The hypothetical

emissions during a fire are not considered. The District will allow 50 hours/yr for testing and

mai nt enance in accordance with Section 93115.
ToxicContr ol Measure for Stationary Compression
emits less than 0.15 g of PM/hp.

For the purposes of the annual potential to emit, the maximum usage is estimated at 500
hours/yr, i n a cneemarachdum of Septemnberi®, 1898, Aydl gdia Wegman
entitled ACal cul ating Potential to Emit (PTE)
that in a year containing an emergency, an engine could run for a maximum of 500 hours.
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TABLE 10. MAXIMUM DAILY AND ANNUAL REGULATED CRITERIA AIR POLLUTANT EMISSIONS FOR ENGINE
Nitrogen Oxideg Carbon Monoxide | Precursor Organic |Particulate Matter| Sulfur Dioxide
Compounds (PMyg)

(as NOy) CO POC SO,
Ib/hr 1.27 0.58 0.07 0.06 0.0027
Ib/day 30.48 13.89 1.68 1.44 0.06
Ib/yr (50 hriyr) 63.50 28.95 3.50 3.00 0.14
Iblyr (500 hriyr) 635.00 289.45 35.00 30.0 1.35

* 50 hoursper yearare the hours of operation allowed foaintenance
** 500 hoursper year are the maximum hours assumeeifeergenies.

4.1.5 Daily Facility Emissions

Maximum daily emissions of regulated air pollutants emissions for the Mariposa Energy Project
are set forth in Table 1delow. Table 11 shows emissions from the diesel engine and the gas
turbines without startup and shutdown. Table 12 has thed@itglemissions from the facility
including startups and shutdowns.

These daily emission rates are used to determine whiatesoat the facility are subject to the
requirement to use fiBest Available Control Te
Review regulationd9Regulation 2, Rule 2). Pursuant to District Regulatih3D1.1, any new

source that has the potentialetimit 10 pounds or more per highest day of POCx, SQ», PVho,

or CO is subject to the BACT requirement for that pollutant.

TABLE 11. MAXIMUM DAILY STEADY STATE REGULATED CRITERIA AIR POLLUTANT EMISSIONS FOR FACILITY
WITHOUT STARTUP/SHUTDOWN
Pollutant (Ib/day)
Nitrogen Precursor
Oxides Carbon Organic | Particulate | Sulfur
Source (as NO,) | Monoxide | Compounds| Matter Dioxide
Co POC (PM10) SO,
One Unit (No Tuning) 105.6 51.4 14.7 53 (avQ) 32.4
Four Units (No Tuning) 422.4 205.4 58.8 212 (avQ) 129.6
Diesel Engine Fire Pump 30.5 13.9 1.7 1.4 0.06
Total subject to District 452.9 219.3 60.5 213 (avQ) 130
Regulations (without
Combustor Tuning)
24
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MINUTE SHUTDOWNS

ABLE 12. MAXIMUM DAILY STEADY STATE REGULATED CRITERIA
AIR POLLUTANT EMISSIONS FOR FACILITY INCLUDING TWELVE 30 -MINUTE STARTUPS AND TWELVE 15 -

Pollutant (Ib/day)
Nitrogen Precursor
Oxides | Carbon | Organic |Particulate| Sulfur
Source (as NOy) |Monoxide | Compounds| Matter Dioxide
CO POC (PM10) SO,¢
One Unit (No Tuning) 66.0° 32.° 9.7 33 (avg) 20.258
Four Units (No Tuning) 264 128.4 36.72 132 (avg) 129.6
Diesel Engine Fire Pump 30.5 13.9 1.7 1.44 0.06
Startup(4 units) 681.6 677 52.8 53 (avg) 32.4
Shutdown(4 units) 153.6 130° 5.8 26° (avg) 16.7
Total subject tdistrict 1130 949 97 212 (avg) 130
Regulations (without
Combustor Tuning)

Note: Please check appendix A for detail calculations.
2 Total hours for steady state operation: 15 hrs
b Total hours for startup operation: 6 hrs for twelvendi@ute startups

© Total hours for shutdown: 3 hrs for twelve-tBnute shutdowns
4 Daily SO2 emissions based on maximum fuel sulfur content

As Table 12 showsachgas turbine will emit over 10 pounds per day of,NCO, POC, P,
and SQ The Fire Pump Engine willlso emit over 10 pounds per day of NDd CO.

Therefore the facility will be required to use Best Available Control Technology per Regulation

2-2-301 to limit emissions of these pollutants.

The Distri

ct 6s

anal ysi s

equipment is described in Sectiob&ow.

4.1.6 Annual Facility Emissions

The maximum annual emissions of regulated air pollutants for the proposed Mariposa Energy

o fiy emibson liBigsgot thisAv ai | abl e

Project are set forth in Table b&low without startups and shutdies. Table 14 shows the

annual emissions from the facility including startups and shutdownaual facility emissions
are used to determine whether the facility will need to offset its emissions with Emissions
Reduction Credits under DistriRegulations 2-202 and 2-203. Offsets are required for MO
and POC emissions over 10 tons per year, and fap&M SQemissions over 100 tons per

year.
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TABLE 13. MAXIMUM ANNUAL STEADY STATE CRITERIA AIR POLLUTANT EMISSIONS FROM THE TURBINES AND
DIESEL ENGINE WITHOUT STARTUP/SHUTDOWN
NO. CO POC PM1o SO°
(ton/yr) (ton/yr) (ton/yr) (ton/yr) (ton/yr)
One Gas Turbirfe 8.8 4.28 1.22 4.4 0.68
Four Gas Turbines 35.2 17.12 4.90 17.6 2.72
Diesel Engine Fire Punfip 0.3 0.1 0.02 0.02 0.0
Total subjecto District 35.5 17.2 4.9 17.6 2.7
Regulations

Note: See appendices for emission calculations.

2 Annual SO2 emissions based on average fuel sulfur content
b Based on 4000 hours of steastate operation per year

¢ Based on 500 hours of emergency ofiereper year

TABLE 14. MAXIMUM ANNUAL STEADY STATE CRITERIA AIR POLLUTANT EMISSIONS FOR THE FACILITY INCLUDING
STARTUP AND SHUTDOWN
NO, CO POC PM1o SO’
(ton/yr) (ton/yr) (ton/yr) (ton/yr) (ton/yr)
One Gas Turbine 8.8 4.28 1.22 4.4 0.68
Four GasTurbines 35.2 17.12 4.88 17.6 2.72
Diesel Engine Fire Purhp 0.3 0.1 0.02 0.02 0.0
Startup(4 units) 8.5 8.5 0.66 0.66° 0.102
Shutdown(4 units) 1.9 16 0.02 0.33° 0.0571
Total subject to District 45.9 273 56 18.6 2.9
Regulations

2 PMyo = 2.2 Ib/hr/turbine. For 300 3@ninute startups per year = 22)*300 = 30 Ib/year *4 turbines
= 1320 Ib/year = 066 tpy for four turbines
® PMy, = 22 Ib/hr/turbine. For 15 minutes per shutdown and for 300 shutdowns per ye2is= 2.
= 055 Ib/shutdown = @5 * 300 = 165 Ib/year * 4 turbines
=660Ib/year = 0.3 tpy for four turbines
¢ SO, = 0.34 Ib/hr/turbine. For 300 3@inute startups per year = (0.34/2)*300 =
51 Ib/year *4 turbines = 204 Ib/yr = 0.102 tpy for four turbines

d SO, = 0.34 Ib/hr/turbineFor 15 minutes per shutdown and for 300 shutdowns per year = (0.034/4)*300 = 2.55
Ib/year * 4 turbines = 10.2 Ib/year =0.051 tpy for four turbines

® Annual SO2 emissions based on average fuel sulfur content

" Based on 500 hours of emergency operation per year

These annual emissions rates show that the facility will be required to offsetienh&3ions

under District Regulation-2-302. NOx credits, at a ratio of 1.15 tons of credits per 1 ton of
emissims, are required because emissions will be over 35 tons perieafacility will not be
required to offset its POC emissions under District Regulati&i3@2 because emissions will be
less than 10 tons per year. The facility will not be requiredfsetits PMoand SQ emissions
under District Regulation-2-303 because emissions will be less than 100 tons per year of each
pollutant.
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4.2 Toxic Air Contaminants

Toxic Air Contaminants (TACs) are a subset of air pollutants that can be harmful todreshlt

the environment even in small amountable 15 and Table Jrovide a summary of the

maximum annual facility toxic air contaminant (TAC) emissions from the project.

TABLE 15. MAXIMUM FACILITY TOXIC AIR CONTAMINANT (TAC) EMISSIONS

Chronic
Acute Risk Risk
Screening | Screening
Total for Total for Trigger Trigger
EF Per Turbine |Per Turbine | 4 Turbines | 4 Turbines Level Level
Toxic Air Contaminant Ib/MMbtu Ib/hour Iblyear Ib/hour Iblyear (Ib/hr) (Ib/yr)
1,3-Butadiene 0.00000012 | 0.000060 0.258 0.00024 1.0307 None 0.63
Acetaldehyde 0.00013431 | 0.064645 | 277.974 0.25858 | 1111.8974 1 38
Acrolein 0.00001853 | 0.008918 38.348 0.03567 | 153.3931 | 0.0055 14
Ammonia 0.00680000 | 3.272840 | 14073.212| 13.09136 | 56292.848( 7.1 7700
Benzene 0.00001304 | 0.006276 26.986 0.02510 | 107.9433 2.9 3.8
Benzo(a)anthracene 0.00000002 | 0.000011 0.046 0.00004 0.1834 None None
Benzo(a)pyrene 0.00000001 | 0.000007 0.028 0.00003 0.1128 None 0.0069
Benzo(b)fluoranthene 0.00000001 | 0.000005 0.023 0.00002 0.0917 None None
Benzo(k)fluoranthene 0.00000001 | 0.000005 0.022 0.00002 0.0893 None None
Chrysene 0.00000002 | 0.000012 0.051 0.00005 0.2045 None None
Dibenz(a,h)anthracene 0.00000002 | 0.000011 0.048 0.00004 0.1907 None None
Ethylbenzene 0.00001755 | 0.008446 36.319 0.03379 | 145.2771 None 43
Formaldehyde 0.00045000 | 0.216585 | 931.316 0.86634 | 3725.2620 0.21 18
Hexane 0.00025392 | 0.122212 | 525.514 0.48885 | 2102.0542 None 270000
Indeno(1,2,2cd)pyrene 0.00000002 | 0.000011 0.048 0.00004 0.1907 None None
Naphthalene 0.00000163 | 0.000783 3.368 0.00313 13.4726 None None
Propylene 0.00075588 | 0.363806 | 1564.367 | 1.45522 | 6257.4662 None 120000
Propylene Oxide 0.00004686 | 0.022555 96.987 0.09022 | 387.9467 6.8 29
Toluene 0.00006961 | 0.033502 | 144.060 0.13401 | 576.2388 82 12000
Xylene (Total) 0.00002559 | 0.012316 52.957 0.04926 | 211.8286 49 27000
Sulfuric Acid Mist (H2S0O4) | 0.00058950 | 0.283550 | 1197.997 1.1342 | 4791.9866 0.26 39
Benzo(a)pyrene equivalents| 0.000000044 0.000022 0.093 0.00009 0.3706 None 0.0069
PAH 0.001132 0.000062 0.266 0.00025 1.0632 None None

Notes: PAH impacts are evaluated as Benzo (a) pyrene equivalents.
Based on total fuel input of 48dMbtu/hr

Equivalency
PAHs

Benzo(a)anthracene

Benzo(a)pyrene

Benzo(b)fluoranthene
Benzo(Kk)fluoranthene

Chrysene

Dibenz(a,h)anthracene
Indeno(1,2,%cd)pyrene

Factor
0.1
1.0
0.1
0.1
0.01
1.05
0.1

27

Mariposa Energy Projeélinal Determination o€ompliance November 2010




TABLE 16. DIESEL ENGINE TOXIC AIR CONTAMINANT (TAC) EMISSIONS
Source PMjgin BHP For 50 hours For 500 hours | Acute Rick | Chronic Risk
g/bhphr PMygin Ib/yr PMygin Screening Screening
Ib/yr Trigger Trigger Level
Level Ib/hr
Ib/hr
S5 0.127 220 3.07 30.07 None 0.63

Table 15 and Table 16 are also used as input data for air pollutant dispersion models used to
assess the increased health risk topthidic resulting from the project. The ammonia emissions
shown are based upon a wetase ammonia emission concentration of 5 ppmvd @ 15% O

from the gas turbine SCR systems. The chronic and acute screening trigger levels shown are per
Table 25.1 of Regulation 2, Rule 5.

If emissions are above certain established screening levels prescribed in-Sdbtd 2

Regulation 2, Rule 5, a health risk assessment is required. Where no acute trigger level is listed
for a TAC, none has been established for T#€. Based on the information contained in Table

12 a health risk assessment is required by District Regulation 2, Rule 5. The health risk
assessment is conducted to determine the potential impact on public health resulting from the
worstcase TAC emisens from the project.

The results of the health risk assessment are discussed in full in Section 8 of this document.
Briefly, the health risk assessment found a maximum increased cancer risk of 0.3 in one million
for the maximally exposed resident neae facility and 1.3 in one million for the maximally
exposed worker near the facilitf.hese cancer risks are less than significant under District
Regulation 2, Rule 5, because they are less than 10.0 in a million for the project.

The highest chronican-cancer hazard index for the project is 0.015 and the highest acute non
cancer hazard index for the project is 0.026. Thesecanoer risks are less than significant
under District Regulation 2, Rule 5, because they are less than 1.0
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4.3 Hazardous Air Pollutants

Hazardous air pollutants (HAPs) are hazardous pollutants that are listed in Section 112(b) of the
Federal Clean Air Act. Not all of the pollutants that are designated as toxic air contaminants by

BAAQMD Regulation 2, Rule 5, New Source ReviefnToxic Air Contaminants, are
n112(b)o
and not HAPs are ammonia, hydrogen sulfide, and sulfuric acid mist.

consi

The purpose for summing the hazardous air pollutants is to determine whigttiétyas major

dered to

be

poll utants

TABLE 17. MAXIMUM FACILITY HAZARDOUS AIR POLLUTANT (HAP) EMI  SSIONS
Hazardous Air Pollutant Project Project
Ib/year ton/yean
1,3-Butadiene 1.0307 <1.d
Acetaldehyde 1111.890 <1.d
Acrolein 153.393 <1.d
Benzene 107.943 <10
Benzo(a)anthracene 0.1834 <1.d
Benzo(a)pyrene 0.1128 <1.d
Benzo(b)fluoranthene 0.0917 <1.0
Benzo(Kk)fluoranthene 0.0893 <10
Chrysene 0.2044 <1.d
Dibenz(a,h)anthracene 0.1907 <10
Ethylbenzene 145.277 <1.d
Formaldehyde 3725.260 1.86
Hexane 2102.050 1.04
Indeno(1,2,3cd)pyrene 0.1907 <1.d
Naphthalene 13.472¢ <1.0
Propylene Oxide 387.946 <1.d
Toluene 576.238 <1.d
Xylene (Total) 211.828 <10
Benzo(a)pyrene equivalents 0.370¢ <1.d
Total: Ib/yr 8537.762
Total: ton/yr 4.97

by

Feder

for hazardous air pollutants as defined by BAAQMD Regulation 2, Rule 6, which states that a
facility is major if it emits more than 10 tons/year of any hazardous air pollutant and more than
25 tons/year of a combination of hazardougpaltutants.
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4.4 Greenhouse Gas Emissions

The greenhouse gases have been estimated on the following basis:

1 Fuel usage of 481 MMbtu/hr of natural gas/turbine/hr

1 4225 hours of operation/turbine/yr

1 Fuel usage of 11.3 gal of diesel fuel/hr for engine

1 500 hours of operation/yr for engine

1 SF6: 150 Ibs in one circuit breaker; 0.1% leak rate

TABLE 18. ESTIMATED ANNUAL GHG EMISSIONS FROM MEP
Global
Emission Factor,| Emission Factor, | Emission Factor,| GHG (metric| Warming | CO2 Equivalents
Fuel Usage, MMbtuly| (kg CO2/MMbtu) | (g CH4/MMbtu) (g N20/MMbtu) tons/yr) Potential | (Metric tons/yr)
GHG
Gas Turbines
CO2 8,128,900 52.87 429775 1 429775
CH4 8,128,900 0.9 7 21 154
N20 8,128,900 0.1 1 310 252
Fuel Usage, gallyr, @ |[Emission Factor,

Engine 500 hriyr (kg CO2/gal)
CO2 5,650 10.14 57 1 57
CH4 5,650 3 0.02 21 0
N20O 5,650 0.6 0.00 310 1
Circuit Breakers
SF6 0.001160 23,900 28
Total 430567
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Note:
Emission Factors from the REGULATION FOR THE MANDATORY REPORTING OF GREENHOUSE GAS EMISSIONS, Appendix A, Title 17, Galiforni

Code of Regulations, Subchapter 10, Article 2, Sections 95100 to 95133

CO2 Emission Factor from Table 4 Appendix6 for Natural Gas with a heat content between 1000 Btu/scf and 1025 Btu/scf

CH4 Emission Factor from Table 6 Appendix9A

N20O Emission Factor from Table 6 AppendixQA

Global Warming Potentials from Table 2 AppendidA

Applicant estimates SF6 emissidos 1 circuit breaker at 0.15 Ib/yr per unit (based on 0.1% leak rate for 150 Ib SF6 per unit). Circuit breaker is hgrmetica
sealed per applicant.

" Email of July 1%, 2010 from Keith McGregor to Brenda Cabral
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5 Best Available Control Technology (BACT)

The Districtds New Rquuerthe propBsed/Marposa EnergylPtojactto o n s
utilize the nABest Available Control Technol og
discussed in more detail below. This section describes how the BACT requirements will apply

to the facility.

51 Introduction

District Regulation 2-301 requires that the Mariposa Energy Project use the Best Available
Control Technology to control NOCO, POC, Pb, and S@emissions from sources that will
have the potential to emit over 10 pounds per highesttagch of those pollutants. Pursuant
to Regulation 2-206, BACT is defined as the more stringent of:

(a) AThe most effective control device or tec
type of equipment comprising such a source; or

(b) The most stringent emission limitation achieved by an emission control device or technique
for the type of equipment comprising such a source: or

(c) Any emission control device or technique determined to be technologically feasible and cost
effective by te APCO, or

(d) The most effective emission control limitation for the type of equipment comprising such a
source which the EPA states, prior to or during the public comment period, is contained in an
approved implementation plan of any state, unlesspgpkcant demonstrates to the satisfaction

of the APCO that such limitations are not achievable. Under no circumstances shall the emission
control required be less stringent than the emission control required by any applicable provision

of federal, statero Di st ri ct | aws, rules or regulations.

The type of BACT described in definitions (a) and (b) must have been demonstrated in practice

and is referred to as ABACT 206. This type of
category described indefit i on (c) is referred ®b6fastiiveoha
it must be commercially available, demonstrated to be effective and reliable ois@afalunit,

and shown to be cosffective on the basis of dollars per ton of pollutant abaténs is referred

to as ABACT 10. BACT specifications (for both
feasible/cose f f ect i ved categories) for various sourc
BAAQMD BACT Guideline.

The simplecycle turbinesr e subject to BACT under the Distr
regulations (Regulation 2, Rule 2, Section 301) foxNTD, POC, Pkb, and S@because each
unit will have the potential to emit more than 10 pounds per highest day of those pollutants.

Thef i re pump engine, S5, is subject to BACT uni
regulations (Regulation 2, Rule 2, Section 301) fox&it@l CO because the engine will have the
potential to emit more than 10 pounds per highest day of those pollutants.
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The following sections provide the basis for the District BACT analyses for this equipment.
5.2  Best Available Control Technology for Oxides of Nitrogen (N&) for Turbines

Oxides of Nitrogen (N&) are a byproduct of the combustion of araaidfuel mixture ina
high-temperature environment. M@ formed when the heat of combustion causes the nitrogen
molecules in the combustion air to dissociate into individual nitrogen atoms, which then combine
with oxygen atoms to form nitric oxide (NO) and nitrogen diexiNC). This reaction

primarily forms NO (95% to 98%) and only a small amount o2& to 5%), but the NO

eventually oxidizes and converts to N®@the atmosphere. N@ a reddisHorown gas with a
detectable odor at very low concentrations. NOM@dare generally referred to collectively as

A N2 NOxis a precursor to the formation of grouiettel ozone, the principal ingredient in

smog.

The District has examined technologies that may be effective to contk@mi€sions in two
general areazombustion controls that will minimize the amount of i@ated during
combustion; and postombustion controls that can remove N©Om the exhaust stream after
combustion has occurred.

Combustion Controls

The formation of N®@during combustion is higy dependent on the primary combustion zone
temperature, as the formation of N@creases exponentially with temperature. There are
therefore three basic strategies to reduce thermali\i®e combustion process:
A Reduce the peakecombustion temperatur
A Reduce the amount of time the air/fuel
temperature
A Reduce the oxygen level in the primary

It should be noted, however, that techniques that contreb@ducing combustion
temperaturemight involve a trad®ff with the formation of other pollutants. Reducing

combustion temperatures to limit Mf@rmation can decrease combustion efficiency, resulting in
increased byproducts of incomplete combustion such as carbon monoxide and unburned
hydrocarbons. (Unburned hydrocarbons from natural gas combustion consist of methane, ethane
and precursor organic compounds.)

The District prioritizes N®@reductions over carbon monoxide, however, because the Bay Area is
not in compliance with applicabtezone standards, but does comply with carbon monoxide
standards. The District therefore requires applicants to minimizeei@3sions to the greatest

8 NOx can also be formed when a nitrogeound hydrocarbon fuel is combusted, resulting in the release of nitrogen
atoms from the fuel (fuel N and NOx can be formed by organic free radicals and nitrogen in the earliest stages of
combustion (prompt N€). Natural gas does not contain significant amounts oftfoehd nitrogen, therefore

thermal N is the primary formation mechanism for natural figes] gas turbines. References to Xformation
during combustion in tmxos xkbfnadfrgms nittegem iethesccombustion dirt h e r ma |
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extent feasible, and then to optimize CO and POC emissions for that levek coi@I. This
is a trale-off that must be kept in mind when selecting appropriate emissions control
technologies for these pollutants.

The District has identified the following available combustion control technologies for reducing
NOx emissions from the combustion turbines.

Steam/Water Injection: Steam or water injection was one of the first<d¢@ntrol techniques

utilized on gas turbines. Water or steam is injected into the combustion zone to act as a heat
sink, lowering the peak flame temperature and thus lowering theityuzfrthermal NQ

formed. The injected water or steam exits the turbine as part of the exhaust. The lower peak
flame temperature can also reduce combustion efficiency and prevent complete combustion,
however, and so carbon monoxide and POC emissionsicaease as water/stedmfuel ratios
increase. In addition, the injected steam or water may cause flame instability and can cause the
flame to quench (go out). Water/steam injection in the combustion turbines can achieve NO
emissions as low as 25 pp@ 15% Q.

Dry Low-NOx Combustors (DLE) : Another technology that can control N@ithout

water/steam injection is Dry LoWOx combustion technology. Dry LoMOx Combustors

reduce the formation of thermalNOhr ough (1) Al ean c aimbredscei ono
the primary combustion temperature; (2) reduced combustor residence time to limit exposure in a
high temperature environment; (3) Al ean pr emi
temperature by mixing fuel and air in an initial stagprtmduce a lean and uniform fuel/air

mixture that is delivered to a secondary stage where combustion takes place; and/os{@jyéwo

rich/lean combustion using a primary fuglh combustion stage to limit the amount of oxygen

available to combine withitnogen and then a secondary lean bstage to complete combustion

in a cooler environment. Dry LoMOx combustors can achieve N@missions as low as 9 ppm.

Catalytic Combustors:Cat al yti ¢ combustors, marketed unde

use a catlyst to allow the combustion reaction to take place with a lower peak flame temperature

in order to reduce thermalN® or mat i on. XONONE wuses a fl amel es
module followed by completion of combustion (at lower temperatures) downstfehe o

catal yst. Catalytic combustors such as XONON
derivative simplecycle gas turbines such as the GE LM 6000 PC Sprint or Siemens F Class.

The technology has been successfully demonstrated inraeh&watt simpleycle pilot facility,

and it is commercially available for turbines rated up to 10 megawatts, but it is not currently

available for turbines of the size proposed for the Mariposa Energy Project.

PostCombustion Controls
The District has identified the foling postcombustion controls that can remove NOm the
emissions stream after it has been formed.

Selective Catalytic Reduction (SCR)Selective catalytic reduction injects ammonia into the
exhaust stream, which reacts with thexd@d oxygen in therpsence of a catalyst to form

nitrogen and water. Nonversion is sensitive to exhaust gas temperature, and performance

can be limited by contaminants in the exhaust gas that may mask or poison the catalyst. A small
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amount of ammonia is not consumedhe reaction and is emitted in the exhaust stream as what

is commonly called fAammonia slipo. The SCR ¢
is a widely used postombustion N®@control technique on gas turbines, usually in conjunction

with combustion controls.

Selective nonrcatalytic reduction (SNCR): Selective nofcatalytic reduction involves injection

of ammonia or urea with proprietary conditioners into the exhaust gas stream without a catalyst.
SNCR technology requires gas temperaturekémrange of 1400° to 21008 &nd is most

commonly used in boilers because combustion turbines do not have exhaust temperatures in that
range. Selective necatalytic reduction (SNCR) requires a temperature window that is higher

than the exhaust temperegs from utility combustion turbine installations.

EMXE:EMxE (formerly SCONOxE) is a catalytic oxi
uses a twestage catalyst/absorber system for the control of, O, POCand optionally S©®

emissions for gas turbirsgplications. A coated catalyst oxidizes NO to2NCO to CQ, and

POCs to CQand water, and the N@ then absorbed onto the catalyst surface where it is

chemically converted to and stored as potassium nitrates and nitrites. A proprietary reg@enerativ

gas is periodically passed through the catalyst to desorb th&d®the catalyst and reduce it

to elemental nitrogen @\ . The EMXxE process uses no ammoni

repl acement periodically. Edwnr $evelalssmallb e en succ

combinedcycle combustion turbine projects up to 45 megawatts. The District is not aware of

any EMxE i nst alcyck tas trbises dr peaking unita.p | e

Proposed BACT for N®@for Simple-Cycle Gas Turbines

Combustion Controls

Based on the preceding discussion, waiggction and dry lowNOx combustion are both
technically feasible simpleycle combustion turbine control technologies that are available to
control NOx emissions. As part of the turbine selection process,rthiedwendor provided
performance data for watarjected LM 6000 PC Sprint, dipw NOx LM 6000 PD Sprint gas
turbines and djow NOx LM 6000PF Sprint gas turbines (Sksble 1) Although the LM

6000 PD turbine would have a similar NOx emission ratetlaadPF turbine would have a lower
NOx emission rate than the PC turbine, the DLE models would have higher hydrocarbon and CO
emission rates generally (except at the 17°F temperature case) when compared to-the water
injected PC turbine. The applicant catesied this tradeoff in the selection of the PC turbine,
taking into account that any turbine selected would have to meefpp2. NOx BACT limit
utilizing post combustion technology.

The applicant has proposed the use of wiajectionasBACT for the simplecycle gas turbines.
Waterinjection is technologically feasible and commonly used at facilities of this type. This

emi ssions control technology therefore satisf
controls.

% NSCR discussion is from Institute of Clean Air Companies website:
www.icac.com/ida/pages/indexmPpagelD=3399
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PostCombusgion Controls
The applicant has proposed the use of Selective Catalytic Reduction (SCR) as BACT for the
simplecycle gas turbines.

Selective Catalytic Reduction (SCR) and EMx can achieveedtssions of 2.5 ppm for simple

cycle turbines. These are thesheffective level of controls that can be achieved by post
combustion control s. EMXE technology was fir
a 45MW combinedcycle facility in Shasta County, California. The Shasta County Air Quality
Managemat Di strict evaluated EMxE atlimtdizadt f aci | i
ppm (equivalent to what SCR can achieve for a combayete unit).

After three years of operation, the Shasta County AQMD evaluated whether the facility was
meetingthidl e monstration | imit with EMxE, and concl
reliably and continuously operate while maintaining the«Nénonstration limit of 2.0 ppmvd

@15% QoBased on Shasta Countyds negatistice exper.i
decided to accept SCR as a NOx control technology.

In addition to NQ, the District also compared the potential ancillary environmental impacts
inherent in SCR and EMxE to determine whether
for purposes ofthe BACT analysis. In particular, the District evaluated the potential impacts

from ammonia emissions that would occur from using SCR. The use of SCR will result in

ammonia emissions because some of the ammonia used in the reaction to conigert NO

nitrogen and water does not get reacted and remains in the exhaust stream. The excess or
unreacted ammonia emissions are known as fAamm
can irritate or burn the skin, eyes, nose, and throat, and it also hasahigb&dr reacting with

nitric acid under certain atmospheric conditions to form particulate matter (Secondary PM).

With respect to the potential toxic impacts from ammonia slip emissions, the District has
conducted a health risk assessment using gedi®on modeling to evaluate the potential health
impacts of all toxics emissions from the facility, including ammonia slip. This assessment
showed an acute hazard index of 0.026 and a chronic hazard index of Sditfedlth Risk
Assessment in the Appdices.) A hazard index under 1.0 is considered less than significant.
This minimal additional toxic impact of the ammonia slip resulting from the use of SCR is not
significant and is not a sufficient reason to eliminate SCR as a control alternative.

TheDistrict also considered the potential environmental impact that may result from the use of
SCR involves ammonia transportation and storage. The proposed facility will utilize aqueous
ammonia in a 19% (by weight) solution for SCR ammonia injection, whiktlve transported to

the facility and stored onite in tanks. The transportation and storage of ammonia presents a

risk of an ammonia release in the event of a major accidemiever, this risk is much smaller

for aqueous ammonia than it would be gaseous (anhydrous) ammonighese risks will be

addressed in a number of ways under safety regulations and sound industry safety codes and
standards. These safety measures include the Risk Management Plan requirement pursuant to
the California Accidetal Release Prevention Program, which must include asiteff

consequences analysis and appropriate mitigation measures; a requirement to implement a Safety
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Management Plan (SMP) for delivery of ammonia and other liquid hazardous materials; a
requiremento instruct vendors delivering hazardous chemicals, including aqueous ammonia, to
travel certain routes; a requirement to install ammonia sensors to detect the occurrence of any
potential migration of ammonia vapors offsite; a requirement to use an anmargnihat meets
specific standards to reduce the potential for a release event; and a requirement to conduct a
AVul nerability Assessmento to address the pot
of aqueous ammonia onsite. With these safielyuia place, the risks from catastrophic

ammonia releases from SCR systems can be mitigated to a less than significant level. The
Energy Commission will also be evaluating these risks further through its &gQmalent
environmental review process andlwnpose mitigating conditions as necessary to ensure that
the risks are less than significant. For all of these reasons, the potential environmental impact
from agueous ammonia transportation and storage does not justify the elimination of SCR as a
cortrol alternative.

Finally, the District also evaluated the potential for ammonia slip to have ancillary impacts on
secondary particulate matter. Secondary particulate matter in the Bay Area is mostly ammonium
nitrate’® The District has historically bielved that ammonia was not a significant contributor to
secondary particul ate matatcdard Hdaomd usa o0t. he TBad ys
formation of ammonium nitrate is constrained by the amount of nitric acid in the atmosphere and
not driven by the amount of ammonia in the atmosphere. Where an area is nitric acid limited,
emissions of additional ammonia will not contribute to secondary particulate matter formation
because there is not enough nitric acid for it to react with.

The Districthas recently started reconsidering the extent to which this situation is correct,
however. This further evaluation has generally confirmed (preliminarily at least) that the Bay
Area is in fact nitric acid limited, although it has shown that secondatigydate formation
mechani sms are highly complex and that the Di
emissions play no role whatsoever in secondary PM formation may, in hindsight, have been
overly simplistic. The focus of the District further avation has been a computer modeling
exercise designed to predict what Pévels will be around the Bay Area, given certain
assumptions about emissions of 2dnd its precursors, about regional atmospheric chemistry,
and about prevailing meteorologiaanditions. This information was used to create a computer
model of regional PMsformation in the Bay Area from which predictions can be drawn about
how emissions of Phkprecursors will impact regional ambient Pd¢oncentrations. The

Di st r port dnd@sscompater modeling exercise has not been finalized, but the draft report
concludes that regional ammonium nitrate buildup is limited by nitric acid, not by amtmonia.
The draft report does find that the amount of available nitric acid is fotmrbut varies in

different locations around the Bay Area, and consequently the potential for ammonia emissions
to impact PM.sformation varies around the Bay Area. Specifically, according to the draft

report, the model predicts that a reduction of 20%tal ammonia emissions throughout the

Bay Area would result in changes in ambient2BMvels of between 0% and 4%, depending on
the availability of nitric acid, leaving open the potential that ammonia restrictions could form a

10 SeeBAAQMD, Draft Report,Fine Particulate Matter Data Analysis and Modeling in the Bay Afaft, Oct.
1, 2009), at p. 8 (Draft PM2.5 Modeling Report). The Air District anticipates issuing a final report in the near future.

Y braftPm2.5 Modeling Report at p-BE& p. 30
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useful part of a regital strategy to reduce P> The draft report therefore restates the general
conclusion that the Bay Area is nitric acid limited, although it finds that reductions in the
regionds ammonia inventory c oadoncenpabdneimareasal | y
that may have sufficient available nitric aéfdThe draft report cautions that its assumptions
regarding the availability of nitric acid may be misleading, however, because of the preliminary
nature of the ammonia emissions inwegtused for modeling.) Notably, the model also predicts

that the Byron area where the facility would be located has low levels of available nitric acid, in

the vicinity of0.30ppb*

The District does not believe that these indications from its draitsB&a and modeling

analysis provide a sufficient basis to disqualify SCR as a BACT technology at Mariposa based
on its potential for ammonia slip emissions.
area is still at a preliminary stage ahis difficult to draw any firm conclusion about secondary

PM formation from it at this time. Moreover, secondary particulate formation is a highly

compl ex atmospheric process, making it especi
ammoniaslip emissions might impact ambient PM levels. The District therefore notes the

results of its recent work on secondary particulate matter and will be conducting additional work

in this area going forward, but has concluded that there is not enougbhsiea@vidence at this

stage that this facility could have a significant particulate matter impacts because of ammonia

slip emissions from the SCR system.

In addition, the District notes that secondary PM formation from ammonia slip is a cold weather
pheromenon that occurs only in the winter. This is because ammonium nitrate volatilizes at
higher temperatures and only exists in a particulate phase in cold Weatheneover, the times
when the Bay Area experiences problems with high ambient PM levibls &ir are during the
winter months (primarily November through February). The Mariposa Energy Project will be a
peaker plant, however, which operates during periods of peak demand, which normally occur
during the hot summer months, when air conditignise is heavy.

The District thereforeoncludes that potential secondary PM formation from ammonia slip
would not be a significant concern at Mariposa Energy Project because the facility will operate
primarily in weather conditions where ammonium nitisgeondary PM cannot form, and at

times of the year when PM pollution is less of a concern.

Finally, the District also notes that althoug
effectively scaled up from the smaller turbines on which it has demonistoeatiee larger

turbines at the proposed Mariposa Energy Project, earlier attempts to demonstrate the technology

in practice have not been without problems. For example, the first attempt to scale the

technology up from very small turbines (~5 MW) to MW range was at the Redding Power

Plant Unit #5, a 48W combinedcycle facility in Shasta County, CA. The Shasta County Air

12 braft PM2.5 Modeling Report at pp-&i E-4
13 braft PM2.5 Modeling Report at p. 30
% Draft PM2.5 Modeling Report, Figure 17, p. 31

15 braft PM2.5 Modeling Report at p. 1Bor all of the above notes, please chalofving link.)
http://www.baagmd.gov/~/media/Files/Engineering/Public%20Notices/2010/18404/Footnotdsi@dhalysis
andmodelingreport DRAFT.ashx
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Quality Management District evaluat edmitEMxE at
of 2.0 ppm (equivalent to what S@an achieve for a combinaycle unit).

After three years of operation, the Shasta County AQMD evaluated whether the facility was
meeting this demonstration | imit with EMxE, a
reliably and continuously opegatvhile maintaining the N&lemonstration limit of 2.0 ppmvd

@ 15% Q. '8

These concerns would be further compounded by the fact that Mariposa Energy Project will be a
simplecycle peaker plant, not a combiregtle or cogeneration facility like other fhites

where EMxE has been installed. The EMxE requ
process. Unlike combinedycle and cogeneration facilities, simyalgcle facilities like Mariposa

Energy Project do not have any steam production. Aacttis an additional concern involving

the damper systems that would be required wit
distribution. Peaker plants require more rapid startups and more frequent load changes than
combinedcycle and cogenerationplants and t o t he Districtdés knowl
longevity of these damper systems has not been demonstrated under these conditions.

Given the uncertainties that still remain in understanding how secondary PM formation is

impacted by ammonia slifhe significant additional cost that would be necessary to implement
EMxE, and the concern that scaling EMXE up to
i mpl ementation problems, the District has con
a BACT technology.

Based on this review, the District has concl u
requirement. The proposed project would therefore comply with BACT far NO

Determination of BACT emissions limit for NCfor Simple-Cycle Gas Turbines

The District is also proposing to establish a BACT emissions limit in the permit of 2.5 ppm
(averaged over one hour), which is the most stringent limit that has been achieved in practice at
any other similar facility and is the most stringent limit thatilsdoe technologically feasible.

To determine the most stringent emissions limit that has been achieved in practice, the District
evaluated other similar simptg/cle natural gas fired turbines. Common simpjele gas

turbine units proposed for use fotermediate peaking and peaking power in California are

General Electric LMSLOO gas turbines (100 MW), and LM60Ginal 50MW) gas turbines.
LMS-100 gas turbines operate in a similar fashion and are appropriate for comparison with this
facility. Numerous projects have been permitted with the EM® gas turbines. The LM6000

gas turbines have also been installed at numerous sites across the state to provide peaking power.

The District reviewed the NK@mission limits of power plants using large inds in a simple
cycle mode abated by SCR systems. The District also reviewed BACT determinations at the
EPA RACT/BACT/LAER Clearinghouse, ARB BACT Clearinghouse and recent projects

16| etter from R. Bell, Air Quality District Manager, Shasta County Air Quality ManageDistrict, to R.
Bennett, Safety & Environmental Coordinator, Redding Electric Utility, Jun@@®H
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undergoing CEC licensing. Some of the LMS100 singyigle gas turbine pmits and LM6000
simplecycle gas turbine permits with N@mits are shown in the Tabl@©below.

TABLE 19. NO, EMISSION LIMITS FOR LARGE SIMPLE -CYCLE POWER PLANTS USING SCR
Facility NOy (ppmvd @ 15% O,)
Los Esteros Critical Energy Center, BAAQMD 5.0 (3hr)

GE LM6000 Gas Turbines, 48.5 MW each '
Panoche Energy Center, SJVAPCD 2.5 (%hr)
GE LMS100 Gas Turbines, 100 MW each '
Walnut Creek Energy Park, SCAQMD 2.5 (Lhr)
GE LMS100 Gas Turbines, 100 MW each '
Sun Valley Energy Project, SCAQMD 2.5 (Lhr)
GE LMS100 Gagurbines, 100 MW each '
CPV Sentinel Energy Project, SCAQMD 2.5 (Lhr)
GE LMS100 Gas Turbines, 100 MW each '
Lambie Energy Center, BAAQMD 2.5 (Lhr)
GE LM6000 Gas Turbines, 48.5 MW each '
Riverview Energy Center, BAAQMD 2.5 (Lhr)
GE LM6000 Gas Turbines, 48MW each '
Wolfskill Energy Center, BAAQMD 2.5 (Lhr)
GE LM6000 Gas Turbines, 48.5 MW each '
Goosehaven Energy Center, BAAQMD 2.5 (Lhr)
GE LM6000 Gas Turbines, 48.5 MW each '

As the Table @ shows, emissions of 2.5 ppm N&veraged over-hour isthe most stringent
emission limitation that has been determined to be achievable at any similar facility using SCR
for NOx control.

The District examined only simpigycle turbines in this review because sirapjele turbines

operate differently than cdmmedcycle turbines and cannot achieve the samedw@ssions
performance as combinaycle turbines, which are typically capable of meeting gopi@ limit.
Simplecycle turbines have higher exhaust gas temperatures than coropaledurbines
becausehey do not use a heat recovery steam boiler, which removes some of the heat from the
exhaust and reduces the exhaust gas temperature. For this facility, the turbine exhaust
temperatures from the simpdgcle turbines will exceed 863 degrees F, accorttirnbe permit
application. These high exhaust temperatures can damage a standard SCR catalyst. As a result,
simplecycle turbines must use lesfficient hightemperature SCR catalysts, or must introduce a
large amount of dilution air to cool the exhadishey use a standard SCR catalyst. Both of

these approaches lead to less efficient SCR performance as compared to a coyckened
operation. Hightemperature catalysts typically have a lowerxd@version efficiency as

compared to conventional SCR @lgsts operating at a lower operating temperature. These
catalysts have Nzonversion efficiency below 90% at elevated temperatures above ‘S00°F,
whereas standard catalysts havexd@hversion efficiencies of greater than 90% at 600 to

17 BASF, High Temperatre SCR for simpkeycle gas turbine applications, 2007
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700°F Dilution air fans can be used to cool the exhaust prior to entering the SCR system, but
this approach has its own drawbacks. The introduction of dilution air may cool the exhaust into
the appropriate temperature window, but there may be exhaust hot spots thatlalyst NQ
conversion rates. Optimum SCR performance requires uniform temperature profile, flow profile,
and NQ concentration profile across the SCR catalyst face, and introducing large amounts of
dilution air disrupts this uniformity. Changing timb loads also tends to disrupt this uniformity,
which makes controlling NAnore difficult with the simplecycle peaking turbines proposed for

the Mariposa Energy Project. The facility will operate in a{fmdldwing mode some of the

time and this wouldnean norsteadystate operation where the exhaust temperature, flowrate,
and NQ concentration all vary as the turbine load is changing. For all of these reasons, the
District has concluded that the N@missions performance that can be achieved eaithbined

cycle turbines would not be achievable for sirapjele turbines. The District has therefore
reviewed only simpkeycle turbines in evaluating what emissions limits have been achieved in
practice by other facilities. As shown in Tab& 2.5 ppn is the most stringent emissions
limitation that has been achieved by such facilities.

The District has therefore determined that 2.5 ppm, averaged -tnerr lis the BACT emission
limit for NOx for the simplecycle gas turbines. The District is als@posing corresponding
hourly, daily and annual mass emissions limits. Compliance with the&@it limits will be
demonstrated on a continuous basis using a Continuous Emissions Monitor (CEM).

This proposed BACT emissions limit is consistent withbhes t r i ct 6 s BACT Gui de|
type of equipment. District BACT Guideline 89.1.3 does not specify BACT 1 (technologically

feasible and costffective) for NQ for a simplecycle gas turbine with a rated output > 40 MW.

District BACT Guideline 89.1.80es specify BACT 2 (achieved in practice) as 2.5 ppmvd @

15% O averaged over one hour, typically achieved through the use of High Temperature

Selective Catalytic Reduction (SCR) with ammonia injection in conjunction with steam or water
injection.

5.3 BestAvailable Control Technology for Carbon Monoxide (CO) for Turbines

Carbon monoxide is a colorless odorless gas that is a product of incomplete combustion. The
District is proposing a BACT permit limit of 2.0 ppm CO (averaged over three hours).- A 2.0
ppmBACT limit for this facility would be lower than what has been achieved in practice with
other similar simplecycle turbines, and would be the lowest emissions limit that would be
technologically feasible and cesftfective. This emissions rate will behaeved through the use

of good combustion practice and an oxidation catalyst, which are the most stringent available
controls.

The District began its BACT analysis by evaluating the most effective control device and/or

technique that has been achievegractice at similar facilities, or is technologically feasible

andcosef fecti ve, pursuant to the Di-3206 iAswitd s def i
NOy, the District has examined both combustion controls to reduce the amount of carbon

18 BASF, NOx CaE VNX SCR Catalyst for natural gas turbines and stationary engines, 2009
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monoxice generated and pesbmbustion controls to remove carbon monoxide from the exhaust
stream.

Combustion Controls

Carbon monoxide is formed by incomplete combustion. Incomplete combustion occurs when
there is not enough air to fully combust the fuel, aheén the air and fuel are not properly

mixed due to poor combustor tuning. Maximizing complete combustion by ensuring an adequate
air/fuel mixture with good mixing will reduce carbon monoxide emissions by preventing its
formation in the first place.

Increasing combustion temperatures can also promote complete combustion, but doing so will
increase N@emissions due to thermal N@rmation as described in the previous section. The
District prioritizes NQ control over carbon monoxide control becauseBhg Area is not in
compliance with the federal standards for ozone, which is formed Qyh@sions reacting

with other pollutants in the atmosphere. The District therefore does not favor increasing
combustion temperatures to control carbon monoxidstedwl, the District favors approaches

that reduce N@to the lowest achievable rate and then optimize carbon monoxide emissions for
that level of NQ emissions.

Good Combustion Practice: The District has identified good combustion practice as an awilabl
combustion control technology for minimizing carbon monoxide formation during combustion.

Good combustion pr act:ilage amount df exzess &iid predacea ¢ o mb u s t
cooler flame temperature to minimize N@rmation, while still ensting good air/fuel mixing with

excess air to achieve complete combustion, thus minimizing CO emissions. This good combustion
practice can be used with the water injection technology selected for minimizjrgnhN€3ions.

PostCombustion Controls
The Digrict has also identified two pesbmbustion technologies to remove carbon monoxide
from the exhaust stream.

Oxidation Catalysts: An oxidation catalyst oxidizes the carbon monoxide in the exhaust gases
to form CQ. Oxidation catalystare a proven postombustion control technology widely in use
on large gas turbines to abate CO and POC emissions.

EMx&: EMxa, described above in the N@iscussionjs a multimedia control technology that
abates CO and POC emissions as well ag NEMxa technology uses a catalyst to oxidize
carbon monoxide emissions to form £@nd is therefore also an oxidation catalyst. However, it
is not a standlone oxidation catalyst since the EMxs also a NQreduction device. Hence, it

is identified as a dese separate from the oxidation catalyst. EMxas been demonstrated on a
45 MW Alstom GTX 100 combinedycle gas turbine at the Redding Electric Municipal Plant in
Redding, CA, and the manufacturer has indicated that it could feasibly be scaled gerteitar
gas turbines as discussed above in the BIRCT analysis. The District is not aware of any
EMxa installations on simpleycle peaker units.
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Oxidation catalysts are capable of maintaining carbon monoxide below 2 ppmvd @,15% O
(3-hour average)epending on load and combustor tuning (as emissions from the gas turbines
vary greatly depending on these factors). This is the most effective level of control that can be
achieved by post combustion controls. There is no CO emissions data far iBMadlation on

a gas turbine of this size and in peaking service. Therefore, the District has determined that the
use of good combustion practice and an oxidation catalyst is BACT for soygigas

turbines.

Based on the foregoing analysis, the Distnes$ determined that the proposed combination of

good combustion practice to reduce the formation of carbon monoxide during combustion and an
oxidation catalyst to remove carbon monoxide from the gas turbines exhaust satisfies the BACT
requirement.

Determnation of BACT Emissions Limit for Carbon Monoxide (CO) for Simpf{eycle Gas
Turbines

The District is also proposing a CO BACT limit of 2.0 ppm, which is more stringent than what
has been achieved in practice at other similar skoypdée facilities ands the most stringent
limit that is technologically feasible and casftective.

To establish what level of emissions performance has been achieved in practice for this type of
facility, the District reviewed the CO emission limits of other large siropide power plants

using oxidation catalyst systems. As with the,d@mparison set forth in Table 18 above, the
District reviewed BACT determinations for CO at the EPA RACT/BACT/LAER Clearinghouse,
ARB BACT Clearinghouse and recent projects undergoing [Rfe@sing.
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TABLE 20. CO EMISSION LIMITS FOR LARGE SIMPLE -CYCLE POWER PLANTS USING OXIDATION
CATALYSTS

Facility CO (ppmvd @ 15% O;)

Panoche Energy Center, SIVAPCD 6 (3-hr)

GE LMS100 Gas Turbines, 100 MW each

Walnut Creek Energy Park, SCAQMD 6 (1-hr)

GE LMS100Gas Turbines, 100 MW each

Sun Valley Energy Project, SCAQMD 6 (1-hr)

GE LMS100 Gas Turbines, 100 MW each

CPV Sentinel Energy Project, SCAQMD 6 (1-hr)

GE LMS100 Gas Turbines, 100 MW each

Lambie Energy Center, BAAQMD 6 (3hn)

GE LM6000 Gas Turbines, 4dW each

Riverview Energy Center, BAAQMD 6 (3hn)

GE LM6000 Gas Turbines, 49 MW each

Wolfskill Energy Center, BAAQMD 6 (3hn)

GE LM6000 Gas Turbines, 49 MW each

Goosehaven Energy Center, BAAQMD 6 (3-hr)

GE LM6000 Gas Turbines, 49 MW each

Los Esteros Critical Energy Facility, BAAQMD 4 (3hr)

GE LM6000 Gas Turbines, 49 MW each

A CO permit limit of 4 ppm was the lowest for a simpiele gas turbine abated by an oxidation

catalyst. The District therefore determined thaipsn (3hour averages the most stringent
emission limitation that has been achieved in practice for this type of facility.

These BACT emi ssion rates
equipment. District BACT Guideline 89.1.3 specifies BAZTachieved in practice) for CO for

are consistent

simplecycle gas turbines with a rated outputaf0 MW as a CO emission concentratior<of

6.0 ppmvd @ 15% ©and the use of an oxidation catalyst. This BACT specification is based

upon several GE LM6000 gas turbipermits in the Bay Area. BACT 1 (technologically

feasible/coseffective) is currently not specified.

The District also considered whether it would be technically feasible anéftestive to require

the proposed facility to meet an emission limit betbe 4.0ppm that has been achieved by
other similar facilities. The District has concluded that the facility should be able to achieve a
limit of 2.0 ppm (averaged over three hour), which is consistent with what coratynked

facilities can typically ehieve. As previously discussed, the simpfele gas turbines utilize
water injection and are very similar to many combined cycle gas turbine projects. The primary
difference is the lack of a heat recovery steam generator and the higher stack exhaust
temperatures. The higher exhaust temperatures may negatively impact the SCR performance,
but the higher exhaust temperatures will not adversely impact the oxidation catalyst

performance.
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TheDistrict then considered whether it would be technically feasible aneetfestive to

require the proposed facility to meet an emission limit ofg for one hour. The District

found that although it may be technically feasible to do so, it wouldenobsteffective under

t he Di st r i effebtisgeneBsAg@idelinesaisen the large costs involved. Additionally, a
large catalyst capable of meeting a CO permit limits as 2.0 ppm for one hour may have other
implementation problems such as a highkbq@essure which could adversely impact turbine
operating performance and efficiency.

Following is the information that was submitted by the applicant to determine whether the
reduction of CO from 2 ppm-Br average to 2 ppm;Hr average was cost efta@. Table 20
has the necessary capital costs and Table 21 has the operating costs.
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TABLE 21. CAPITAL COSTS TO REDUCE CO EMISSIONS FROM 2 PPM FOR 3-HOURS TO 2 PPM FOR THOUR

DIRECT CAPITAL COSTS
(2009 $)

Explanation of Cost Estimates Per Turbine

1. Purchase Equipment

Base Cost

A) Pollution Control Equipment | $100,000 EIT Proposal C1409 (2 ppm &hr average to 2 ppm
for 1-hr average CO emission levels)

B) Instrumentation & Controls | $0 EPA1998 10% of Base Cost (assumed $0 for

(No CEMS) incremendal assessment)

C) Freight & Taxes $13,000 8% Taxes; 5% Freight; on 1A & 1B

Total Purchased Equip. Costs | $113,000 Sum 1A, 1B, 1C

(TEC):

2. Installation Costs:

A) Foundation & Supports $0 EPA1998 8% of TEC

B) Erection and Handling $0 EPA1998 14%of TEC

C) Electrical $0 EPA1998 4% of TEC

D) Piping $0 EPA1998 2% of TEC

E) Insulation $0 1% of TEC

F) Painting $0 EPA1998 1% of TEC

G) Site Preparation $0 0% of TEC

Total Installation Costs (TINC): | $0 Sum 2A, 2B, 2C, 2D, 2E, 2F, 2G

Total Direct Capital Costs $113,000 Sum TEC, TINC

(TDCC):

INDIRECT CAPITAL COSTS

1. Engineering & Supervision $11,300 EPA1998 10% of TEC

2. Construction and Field Exp. $5,650 OAQPS 5% of TEC

3. Contractor Fees $11,300 OAQPS 10% of TEC

4. Startup $2,260 OAQPS 2% of TEC

5. Performance Testing $1,130 OAQPS 1% of TEC

Total Indirect Capital Costs $31,640 Suml, 2,3,4,5

(TICC):

Total Direct & Indirect Capital | $144,640 Sum TDCC, TICC

Costs (TDICC):

Contingency (@12%): $17,357 12%TDICC (std engineering accuracy)

TOTAL CAPITAL COSTS $161,997 Sum TDICC, Contingency

(TCO):
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TABLE 22. ANNUAL OPERATING COSTS TO REDUCE CO EMISSIONS FROM 2 PPM FOR 3-HOURS TO 2 PPM FOR THOUR

DIRECT OPERATING COSTS| Costin $ Explanation ofCost Estimates per Turbine

(2003 $)

1. Operating Labor $0 EPA1998 3 hr/day, @ 41.50 hr

2. Supervisory Labor $0 OAQPS 15% Operating Labor

3. Maintenance Labor & $7,574 0.5 hr/day, $41.50/hr, + 100% materials (estimated

Materials $0)

4. Electricity Expense $0

($0.0527/kWh)

5. Catalyst Cost (replace) $0

6. Fuel Penalty ($0.0041/scf gaj $7,850 0.15% fuel increase/inch wc (0.7 EIT Proposal)

7. Annual Catalyst Cost $0 Initial Catalyst will last 15 year period

Total Direct Operating Costs $15424 Sum 1 through 7

(TDOC):

INDIRECT OPERATING

COSTS

1. Overhead $4,544 OAQPS 60% Total Labor

Total Indirect Operating Costs | $4,544 Sum 1

(TIOC):

CAPITAL CHARGES COSTS

1. Property Tax $1,620 OAQPS 1% TCC

2. Insurance $1,620 OAQPS 1% TCC

3. General Administrative $3,240 OAQPS 2% TCC

4. Capital Recovery Cost (7%, | $17,787 10.98%, TCC

15 years)

Total Capital Charges Costs $24,267 Suml, 2, 3,4

(TCCC):

TOTAL ANNUALIZED $44,235 Sum TDOC, TIOC, TCCC

OPERATING COSTS:
Per Turbine

Base Uncontrolled Case 2.0 ppm- 3 hour- assumed CO concentration of 2 ppm

Annual Emission Rate 4.2 tpy (100.8 TPY @ 48 ppm * 2/48) Startup/Shutdow|
Excluded

Controlled Case Emissions

CO Concentration 15 ppm (thr) assumed CO concentrationlob ppm

Annual Emission Rate: 3.1 tpy (4.2 TPY @ 2 ppm * 1.5/2) Startup/Shutdown
Excluded

CO Reduction from 1.0 tpy

Uncontrolled Case:

Control Cost Effectiveness: $42,500 per ton CO per turbine

The Air District evaluated information from the applicantthe costand emissions reduction
benefits of installing a larger oxidation catalyst capable of consistently maintaining emissions at
2 ppm for thour. Based on these analyses, the cost of achievispm2or Xhour permit limit
would be an additiced $42,500 per year per ton of CO for each turbine (above what it would
cost to achieve a 2.0 pprahbur limit).

47

Mariposa Energy Projeélinal Determination o€ompliance November 2010

































































































































































































































